Considering, the high penetration of plug-in electric vehicles (PHEVs), the charging and discharging of PHEVs may lead to technical problems on electricity distribution networks. Therefore, the management of PHEV charging and discharging needs to be addressed to coordinate the time of PHEVs so as to be charged or discharged. This paper presents a management control method called the charging and discharging control algorithm (CDCA) to determine when and which of the PHEVs can be activated to consume power from the grid or supply power back to grid through the vehicle-to-grid technology. The proposed control algorithm considers fast charging scenario and photovoltaic generation during peak load to mitigate the impact of the vehicles. One of the important parameters considered in the CDCA is the PHEV battery state of charge (SOC). To predict the PHEV battery SOC, a particle swarm optimization-based artificial neural network is developed. Results show that the proposed CDCA gives better performance as compared to the uncoordinated charging method of vehicles in terms of maintaining the bus voltage profile during fast charging. in parking lots is typically longer than the time required for charging them. Thus, it is possible for PHEVs to provide an opportunity to implement V2G services. The PHEV battery capacity is usually limited, but it is suitable for short-time ancillary services given its small response time as well as lower capital costs [7] . Considering that, the V2G operation will provide extra benefits to the vehicle owners and thus, there is a need to develop an effective charging and discharging algorithm for multiple PHEV batteries to optimize the energy consumption profile and to provide incentives for PHEV owners to participate in the discharging process.
Introduction
The emergence of plug-in electric vehicles (PHEVs) raises concerns regarding its impact on the power distribution systems, especially in the case of large-scale deployment of PHEVs [1] [2] [3] . As a fact, generation adequacy, load diagram modification and electricity grid robustness should be studied in accordance with the existing power grid when large amounts of PHEVs are deployed [4, 5] . Many studies have been conducted regarding the impact of PHEVs on the grid during normal charging and uncoordinated charging when they are connected randomly in a distribution system [6] . In general, these studies consider voltage deviation, power losses and line loading as the most important technical issues.
With the integration of renewable energy sources in a smart grid, the energy supply which fluctuates and has unpredictable characteristics, will not be able to meet the needs of a dynamic and unpredictable load demand. To overcome this problem, vehicle-to-grid (V2G) systems are considered as a promising solution. In V2G systems, PHEVs can be used as distributed energy storage devices in a smart grid. The PHEV's battery can be either part of the load or a generator because most of the time the vehicles are idle at homes, in parking lots, or garages. Moreover, the time during which PHEVs are Basically, an ANN is a distributed processing system that models nonlinear systems and attempts to simulate the functionality of the human brain. Neural network has the advantage of solving complex nonlinear relationships between a system's input and output and it has the capability of solving non-linear complex functions through training and learning of the input and output of the system. Basically, an ANN consists of neurons which are simple connected elements.
For predicting the PHEV battery SOC, the multi-layer perceptron ANN model with back-propagation algorithm is applied in this study. Figure 1 shows the structure of the ANN model in which it has three input parameters, namely, voltage (V), current (I) and temperature (T), a number of hidden layers and one output parameter which is the SOC. The ANN receives the voltage (V), current (I) and temperature (T) as inputs and predicts the value of the battery SOC. The data used to train the ANN are collected from the NASA Center. The SOC is then calculated using the following equation:
where I is the discharging current, Qn is the rated battery capacity and ∆t is the change in temperature.
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The PSO technique is used to increase and enhance the efficiency and accuracy of the ANN by optimizing the number of hidden layers and the number of nodes in each hidden layer.
Application of Particle Swarm Optimization and Artificial Neural Network (PSO-ANN) for Predicting Penetration of Plug-in Electric Vehicles (PHEVs) Battery State of Charge (SOC)
Basically, an ANN is a distributed processing system that models nonlinear systems and attempts to simulate the functionality of the human brain. Neural network has the advantage of solving complex nonlinear relationships between a system's input and output and it has the capability of solving non-linear complex functions through training and learning of the input and output of the system. Basically, an ANN consists of neurons which are simple connected elements.
where I is the discharging current, Qn is the rated battery capacity and t Δ is the change in temperature. All the inputs and outputs of the ANN are expressed by the following equations:
where I is the discharging current of battery, V is the voltage of battery and SOC is the state of charge of the battery. All the inputs and outputs of the ANN are expressed by the following equations:
where I is the discharging current of battery, V is the voltage of battery and SOC is the state of charge of the battery. In this study, the Levenberg-Marquardt back propagation algorithm has been selected for training the ANN in the Matlab toolbox. The Levenberg-Marquardt algorithm has been selected due to its minimal localization error as well as its efficiency and speed.
To evaluate the performance of the trained ANN, the root-mean-square error (RMSE) and mean absolute error (MAE) are considered. The errors between the actual and predicted ANN outputs using the RMSE and MAE are reduced to achieve better ANN performance. The statistical indices of MAE and RMSE are given by,
where error = SOC A − SOC P , SOC A is the state of charge of the actual data, SOC P is the state of charge of the predicted data and n is the number of samples.
Implementation of Hybrid PSO-ANN for Predicting PHEV Battery SOC
ANN architecture has significant parameters such as hidden layers, number of neurons or nodes, and learning rate (LR). The trial and error method is normally used to determine the optimum parameters, where the number of hidden layers is set to one or two for most of the time, and neurons in each hidden layer are set randomly. To overcome the time-consuming trial and error process in determining the optimum ANN parameters, the PSO is used to optimize the number of hidden layers, and the number of hidden nodes in each hidden layer. However, the LR which is in the range from 0 to 1, is set by using an iterative method. In this work, 10 populations and 500 iterations are used to achieve minimum RMSE value. The objective functions of the hybrid PSO-ANN are based on the MAE and RMSE given in Equations (4) and (5) , respectively.
In the PSO technique, two main parameters, namely, velocity and position of particles are updated by using the following equations,
In the PSO implementation, 10 populations and 500 iterations are set to achieve minimum MAE and RMSE. Such values of population and iterations are concluded by trial and error process that leads to bests results. Figure 2 shows the flowchart of the proposed hybrid lighting search algorithm artificial neural network and artificial neural network (LSA-ANN) implementation for predicting the PHEV battery SOC.
From Figure 2 , the determination of optimum number of neurons and hidden layers using the hybrid PSO-ANN is described as follows:
i.
Initialize the PSO algorithm by specifying the parameters such as the population size, N = 10; number of dimensions, D = 5; number of iterations, T = 500; max weight = 0.9, minimum weight = 0.4; and acceleration coefficient c
Randomly generates the initial positions within feasible solution combinations and obtains the initial pbest and gbest. iii.
Select the number of hidden neurons (Ne) and hidden layers (HLs) and train the ANN. iv.
Train the ANN and evaluate the fitness value by calculating the objective functions of MAE and RMSE. v.
Update the local best (pbest), the best previous position of each particles and global best (gbest) position of all particles. vi.
Update the velocity using (6) within the velocity interval of −Vmax and +Vmin. vii.
Update the particle position using (7) . There are possibilities that the position is rejected. Therefore, look for other combinations. Repeat steps (v) to (ix) until reaching the stopping criterion so as to obtain the optimal hidden layers and hidden neurons. ii. Randomly generates the initial positions within feasible solution combinations and obtains the initial pbest and gbest. iii.
Train the ANN and evaluate the fitness value by calculating the objective functions of MAE and RMSE. 
Management Control Method
With the increasing number of PHEVs on the road, the energy demand will also be increased to charge a large number of electric vehicles. This will lead to a significant increase in load in the distribution system when PHEV batteries are being charged. In addition, if the charging process for a large number of PHEVs is not coordinated, it can overload the grid capacity and may result in system instability. Therefore, a management control algorithm called the charging and discharging control algorithm (CDCA) is proposed to coordinate both charging and discharging of PHEVs. In addition, by properly charging and discharging the PHEV batteries, smooth load consumption profile and reduced power quality impacts to the system can be obtained.
PHEVs differ in size, battery capacity and energy consumption per mile. In this project a 25 kWh battery was used in the control system. Whenever a PHEV is connected to the parking garage, the owner of it will set the next departure time and the system will make a record of this. To not influence the driving behaviors of the PHEV owners at the departure time, the SOC of the batteries are expected to be at least 90% of its full capacity. To consider battery protection, the SOC of the PHEV's battery should not go below a certain limit. Therefore, when a certain PHEV's SOC is below a certain limit, it should not be involved in the discharging process needed in the V2G service; but during the charging process it operates as normal. By implementing the CDCA, the battery banks in the PHEVs can be effectively protected from over discharging, thus extending the lifetime of the battery banks.
Charging Load Forecasting Model
The determination the PHEV charging load forecasting models is classified according to time-scales or the load prediction method as three categories which are classified based on the length of the predicted time-scale, namely, short-term (8 h) forecasting, mid-term (day ahead) forecasting and long-term (multiple days ahead) forecasting [19] . In addition to time-scale classification, PHEV charging load forecasting models can be classified depending on the load prediction method [20] . Many researchers have used the deterministic approach which is based on load prediction using the actual vehicle 24 h data such as the SOC of battery [21] . Since the data pool of PHEV charging load is extremely limited so far, some parameters are manually set according to traffic data of electric vehicles. In this work, the PHEV model is represented in the power grid as a storage system, where the OpensDSS software (The Linux Foundation, San Francisco, CA, USA) has been set to a time series solution mode for a one-day load profile (15-min time interval), and the controlling of the vehicles in the power grid to be charged or discharged is done externally through Matlab software. However, since the data pool of PHEV charging load and driving patterns are extremely limited so far, the CDCA is developed based on a real time control where the battery SOC, along with the power demand, power grid and PV power output will determine the maximum allowable rate for charging the vehicles taking into consideration that no violation would occur to the network voltage profile. If any violation has existed at any specific time, the standby discharging vehicles would feedback the grid with power until the voltage profile bounced back to the permissible limit which is from 0.95 to 1.05 p.u. The approach that is used in the proposed CDCA is mainly to limit the impact of PHEVs charging on the alternating current (AC) utility grid while letting the PHEVs participate in the V2G power transactions at peak hours [22] .
Charging and Discharging Control Algorithm
The proposed CDCA considers the arriving time and departure time of vehicle users to follow the working hours of employees which starts at 9 a.m. to 5 p.m., thus giving a total time of 8 h. To implement a time series solution mode in the OpendDSS software, a 15 min daily load shape of a commercial area in Malaysia, shown in Figure 3 , is integrated to all the distribution loads. The flowchart of the CDCA for PHEVs is shown in Figure 4 . The control algorithm starts by collecting the initial data of the vehicle's battery like voltage, current, temperature and the predicted SOC from the trained ANN. After that, all the PHEVs would be sorted and idled for either charging or discharging process based on the level of the SOC. In the CDCA, when the vehicle battery's SOC has a capacity more than 60%, the vehicle is queued for V2G discharging. However, for a SOC with a capacity less than 60%, the vehicle is queued for charging based on the set priority level described in Figure 4 . Voltage profile and power loss of the system are checked at each vehicle charging. If any violation occurs, the queued PHEVs which have been initialized for discharging would be utilized to supply power back to the system to return to normal without any violation that occurs during charging. The PV output power in the control system is also used as a supply source to charge vehicles during peak hours. Thus, the proposed CDCA shown in Figure 5 considers technical parameters such as AC power flow (Pgrid), and PV output power (PPV), arriving time (AT), departure time (DT), power demand (PD), SOC of PHEV battery, and priority level (PrLevel). These parameters are considered to determine the availability of PHEVs to be charged, idle or discharged. System constraints such as bus voltage magnitude and power losses in the system are also considered. To maintain power system voltage security, the bus voltage magnitudes are kept within permissible limit as depicted in the following expression: Thus, the proposed CDCA shown in Figure 5 considers technical parameters such as AC power flow (Pgrid), and PV output power (PPV), arriving time (AT), departure time (DT), power demand (PD), SOC of PHEV battery, and priority level (PrLevel). These parameters are considered to determine the availability of PHEVs to be charged, idle or discharged. System constraints such as bus voltage magnitude and power losses in the system are also considered. To maintain power system voltage security, the bus voltage magnitudes are kept within permissible limit as depicted in the following expression: The charging and discharging of PHEVs at different SOC capacities would have different priorities to be considered [23] . Considering that the PHEV in the parking garage will have a different SOC, its average constant power requirement will differ. Some PHEVs may need a huge amount of energy because of their low level SOC and therefore these PHEVs should be classified into the high priority level. For PHEV's SOC which is already high at the departure time, this kind of PHEV should be classified into the lower priority level. Therefore, a priority classification level (PCL) for charging a PHEV should be designed based on priority levels and it is given by,
To limit the impact of PHEVs charging to the AC utility grid while letting the PHEVs participate in the V2G power transaction, a load shape of PV output power solar system that already installed at Universti Kebangsaan Malaysia (UKM) is integrated in the developed CDCA, where it represents the PV power output with 15-min time interval as shown in Figure 4 . So, to smooth the charging process of the large scale of PHEVs, the parking garage should have a smart charging algorithm that can adjust the charging and discharging rates for the PHEVs based on utility with the assistance of PV generation output power on peak hours.
Thus, the proposed CDCA shown in Figure 5 considers technical parameters such as AC power flow (Pgrid), and PV output power (PPV), arriving time (AT), departure time (DT), power demand (PD), SOC of PHEV battery, and priority level (PrLevel). These parameters are considered to determine the availability of PHEVs to be charged, idle or discharged. System constraints such as bus voltage magnitude and power losses in the system are also considered. To maintain power system voltage security, the bus voltage magnitudes are kept within permissible limit as depicted in the following expression:
where V j is the root mean square (RMS) value of the ith bus voltage. The total power loss which that may occur during PHEV charging is expressed as follows:
where n is the number of lines in the system. The procedures for implementing the proposed CDCA are described as follows:
Obtain input network information of the test distribution systems such as bus, line and load data. ii.
Obtain the PHEV battery characteristics, like voltage, current and temperature, to be later controlled upon arriving at the parking lots. iii.
Initialize OPENDSS start-up in MATLAB and initialize different daily load profiles to the system. iv.
Run OpenDSS daily load profile using MATLAB and run power flow to obtain the total power loss and voltage magnitude. v.
Predict the SOC of vehicles using the developed ANN prediction model. vi.
Sort the vehicles such that the vehicles with a SOC less than 60% are charged first, and other vehicles with SOC >60% are put on standby. When backup power sources are needed during the charging process, PHEVs with SOC >60% will start the discharging V2G process. vii.
Power demand is verified first, such that if it is not on peak demand, the grid power is used as the charging power supply to the vehicles, otherwise PV power output is activated to provide power to PHEVs for charging. viii.
Prioritize the vehicle to three levels: high priority, medium priority and low priority. Charging starts with high priority level when SOC is less than 30%, and then considers medium priority, when SOC is in the range of 30%-45%, and lastly low priority when SOC is in the range of 45%-60%. ix.
Run OpenDSS power flow using the MATLAB software to obtain the updated total power loss and voltage magnitude. x. Check the bus voltage magnitude and total power loss constraints, if both do not exceed their limits, consider the other vehicles in the queue and repeat steps from (vii) to (ix). xi.
Set V2G variable to 1, when there is a violation on the threshold value of both voltage magnitude and power loss. xii.
Start discharging the first vehicle in the queue to limit the impact of PHEVs on the voltage profile and power loss such that the voltage and power loss are within permissible limits. xiii.
Run power flow using the OpenDSS to obtain the new updated values of voltage magnitude and power loss. xiv.
Check for violations in the voltage magnitude and power loss constraints, if violation exists repeat steps (xi) to (xiii). xv.
Go to step (x) to take another vehicle from the queue for charging process. where Vj is the root mean square (RMS) value of the th i bus voltage. The total power loss which that may occur during PHEV charging is expressed as follows: 
where n is the number of lines in the system. The procedures for implementing the proposed CDCA are described as follows: 
Results and Discussion
This section presents the results on the prediction of the SOC of the PHEV battery using the hybrid PSO-ANN and charging and discharging of PHEVs using the proposed CDCA considering the V2G energy transfer. Simulations were carried out on the Institute of Electric and Electronic Engineer (IEEE) 37 bus test distribution system and the Malaysian load profile has been considered in modeling the distribution network.
Results of Hybrid PSO-ANN for Predicting Battery SOC of PHEV
To enhance and improve ANN performance and create a coherent model for the prediction of PHEV's battery SOC, the PSO optimization technique is used to search for the optimal value of three main parameters in the ANN, namely, learning rate (LR), number of neurons (Ne) in each hidden layer, and finally the number of hidden layers (HLs). Different population sizes are implemented to permit the PSO to choose and select the population size that could give the minimum error and computation time. As a consequence, the minimum objective function or fitness value can be achieved by selecting the most appropriate number of population sizes to assist in improving the ANN performance during training and testing. The objective function that is considered for optimization is the RMSE. The obtained RMSE values at 10, 20, 30 and 40 population sizes are shown in Figure 6 . The best number of population size (N) for optimizing the three parameters, namely, LR, Ne and HLs in the hybrid PSO-ANN is 20, in which the PSO algorithm gives the lowest fitness value of the RMSE compared to other population sizes 10, 30 and 40. The best fitness value of RMSE acquired in PSO-ANN at a population size of 20 is 0.9320 × 10 −3 after 79 iterations. Table 1 shows the optimum learning rate (LR), number of neurons in the hidden layers (Ne1, Ne2, Ne3) and number of hidden layers (HLs), obtained by using the hybrid PSO-ANN technique considering different population sizes. From the table, the PSO-ANN optimum values acquired for the LR, HL, Ne1 and Ne2 are 0.3663, 3, 13, 13 and 10, respectively. The best value of the optimized four parameters are indicated in bold at a population size of 20. Table 2 illustrates three statistical indices, namely, RMSE, mean square error (MSE) and MAE to evaluate the ANN accuracy at the optimized parameters found. optimization is the RMSE. The obtained RMSE values at 10, 20, 30 and 40 population sizes are shown in Figure 6 . The best number of population size (N) for optimizing the three parameters, namely, LR, Ne and HLs in the hybrid PSO-ANN is 20, in which the PSO algorithm gives the lowest fitness value of the RMSE compared to other population sizes 10, 30 and 40. The best fitness value of RMSE acquired in PSO-ANN at a population size of 20 is 0.9320 × 10 −3 after 79 iterations. Table 1 shows the optimum learning rate (LR), number of neurons in the hidden layers (Ne1, Ne2, Ne3) and number of hidden layers (HLs), obtained by using the hybrid PSO-ANN technique considering different population sizes. From the table, the PSO-ANN optimum values acquired for the LR, HL, Ne1 and Ne2 are 0.3663, 3, 13, 13 and 10, respectively. The best value of the optimized four parameters are indicated in bold at a population size of 20. Table 2 illustrates three statistical indices, namely, RMSE, mean square error (MSE) and MAE to evaluate the ANN accuracy at the optimized parameters found. The target test data or actual data and the predicted data of the battery SOC by using the hybrid PSO-ANN is shown in Figure 7 . The SOC estimation is represented by the red line, while the actual data of the SOC is represented by the blue line. The actual and estimated SOC is standardized in the range from 90% to 10%. The validation between the estimated and actual SOC of the battery has also been carried out and the results show that the estimated SOC is nearly aligned with the actual SOC with some fluctuation noticed in Figure 7 . The slight fluctuations of the estimated values compared with the actual ones are noticed with maximum SOC error percentage of 5.2178% as shown in Figure 8 . The fluctuation that occurs in the estimated SOC are mainly caused due to the less input parameter numbers of the ANN model; however, considering more input parameters would increase the reliability of the model. The regression coefficient (R) is a good indicator for evaluating the estimation performance of PSO-ANN. As shown in Figure 9 
Results of Charging and Discharging Control Algorithm of PHEVs
The proposed CDCA to coordinate the charging and discharging of PHEVs in the distribution system has been implemented in time series solution mode by using the OpenDSS. The whole process of control is done in MATLAB, where the set value of the V2G variable determines the charging or discharging of the PHEVs. A daily Malaysian load shape with a 15 min time interval was integrated in each load of the distribution system. The SOC of PHEVs are firstly estimated by the hybrid PSO-ANN model to determine the vehicles SOC during arrival time. The CDCA is mainly coordinating the queued PHEVs for charging and discharging, where vehicles that need to be charged (SOC ≤ 60%), are prioritized. If any violation occurs in the voltage profile of the system, vehicles with SOC greater than 60% are activated, to support the distribution system with V2G technology.
The battery life cycle is considered in the CDCA where the maximum allowable charging and minimum discharging value are 90% and 10%, respectively. The estimated SOC of vehicles are firstly introduced as shown in Figure 10 . The battery SOC value is selected from highest priority level (SOC < 35%), followed by second highest priority level (35% < SOC < 45%), and lastly with third highest priority level (45% < SOC < 60%).
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The battery life cycle is considered in the CDCA where the maximum allowable charging and minimum discharging value are 90% and 10%, respectively. The estimated SOC of vehicles are firstly introduced as shown in Figure 10 . The battery SOC value is selected from highest priority level (SOC < 35%), followed by second highest priority level (35% < SOC < 45%), and lastly with third highest priority level (45% < SOC < 60%). Table 3 shows the number of vehicles with SOC set below the limit as in the proposed algorithm and all these vehicles are sorted aside for the charging process. The properties are stored such as the maximum kWh battery, the current SOC of the vehicles that that has been estimated by the ANN model, parking type and hours duration which is the difference between the arriving times (AT) and the departure time (DT). The vehicles with a SOC above the permissible limit set in the proposed algorithm are sorted with all their properties for the discharging process shown in Table 4 . All the queued vehicles listed in the table are in idling state and the vehicles are sorted based on the SOC value of vehicles, where the vehicle with highest priority would be charged first and followed by least priority level and so on. If any violation occurs in the voltage profile of the system during the process of charging the vehicles listed in Table 3 , one vehicle at a time would be activated to discharging mode to support the grid and shift the voltage profile to its permissible limit as set in the proposed CDCA. Table 3 shows the number of vehicles with SOC set below the limit as in the proposed algorithm and all these vehicles are sorted aside for the charging process. The properties are stored such as the maximum kWh battery, the current SOC of the vehicles that that has been estimated by the ANN model, parking type and hours duration which is the difference between the arriving times (AT) and the departure time (DT). The vehicles with a SOC above the permissible limit set in the proposed algorithm are sorted with all their properties for the discharging process shown in Table 4 . All the queued vehicles listed in the table are in idling state and the vehicles are sorted based on the SOC value of vehicles, where the vehicle with highest priority would be charged first and followed by least priority level and so on. If any violation occurs in the voltage profile of the system during the process of charging the vehicles listed in Table 3 , one vehicle at a time would be activated to discharging mode to support the grid and shift the voltage profile to its permissible limit as set in the proposed CDCA.
The voltage profile at the base case is firstly investigated in the test IEEE 37 bus distribution system. Figure 11 depicts the voltage profile of all the buses, in which the voltage values of all buses are within the permissible limit of the IEEE standard which ranges from 0.95 to 1.05 p.u. From another aspect, the voltage profile of the bus where assumedly the charging station is located at bus 735 is also investigated; the solution mode is set to time series mode with 15 min time intervals as shown in Figure 12 . The base case power loss is investigated as well with 15 min time interval solution mode as shown in Figure 13 . From the figure, the maximum power loss of the system reaches 115 kW at 6:30 p.m. Tables 5-7 show the charging process of one random selected vehicle with highest priority level, medium priority level and low priority level, respectively. The control algorithm would check the voltage profile of the distribution system at each 15 min interval. The consumption of power from the grid is 25 kW and the maximum value of battery stored energy is set to 50 kWh. In Table 5 , the selected vehicle number 24 is considered the highest priority level since the battery SOC is below 35%. It is shown that the voltage profile at 15 min charging time solution is within its permissible limit, and the charging time to charge the maximum charging capacity of the vehicle battery (50 kWh) is almost 1 h and 45 min. Similarly, the voltage profile of the vehicles with medium and low priority levels are within the limit and so no voltage violation occurs at this point of time as shown in Tables 6 and 7 , respectively. However, the duration to charge the vehicles at medium and low priority levels are 1 h 30 min and 1 h 15 min, respectively. It is noted from the tables that the charging duration is directly proportional to the priority level of the vehicles. At the highest priority level, much longer time is needed to fully charge the battery. Tables 5-7 show the charging process of one random selected vehicle with highest priority level, medium priority level and low priority level, respectively. The control algorithm would check the voltage profile of the distribution system at each 15 min interval. The consumption of power from the grid is 25 kW and the maximum value of battery stored energy is set to 50 kWh. In Table 5 , the selected vehicle number 24 is considered the highest priority level since the battery SOC is below 35%. It is shown that the voltage profile at 15 min charging time solution is within its permissible limit, and the charging time to charge the maximum charging capacity of the vehicle battery (50 Figure 14 shows a comparison of the voltage profiles when charging control is not applied (dumb charging). It is shown that the voltage profile has exceeded its permissible limit starting from 8:15 a.m. up to almost 12:15 p.m. The dumb charging of vehicles would add extra burden to the power system. However, with the integration of PHEV in the market, the technology of V2G is an essential option to be exploited to shift back the voltage profile within the acceptable range by discharging the queued vehicles with high SOC values. Figure 15 illustrates the power losses of the distribution system under two cases, first at base case and second at dumb charging (without control). The overall power losses have significantly increased when there is no coordination on the charging process of the vehicles with almost 23% increase. Figure 16 shows the line loading base case in the lines of the distribution system, in which the base case is compared with no coordination control line loading results of PHEV charging. The results reveal a slight increase in the thermal line loading of the transmission lines due to dumb charging. Table 8 shows the control that was implemented to shift the under voltage resulted from excessive charging of the vehicles. It is noted that voltage violation occurs from 11:30 p.m. to 12:30 as shown in Figure 14 . At that point of time, the CDCA would inject one of the discharging standby vehicles to support the grid with power through the V2G technology. As a result of injecting power to the grid, the voltage profile returns to its permissible limit with no voltage violation occurring in the system. Figure 17 shows the voltage profile after implementing the proposed CDCA. It is noticeable that the voltage in p.u, at the time of violation as depicted in Figure 14 , is corrected through utilizing the technology of V2G on the standby discharging vehicles, by considering the lifetime of the batteries, with a boundary setting of 10% as a minimum value for the SOC. Table 8 shows the control that was implemented to shift the under voltage resulted from excessive charging of the vehicles. It is noted that voltage violation occurs from 11:30 pm to 12:30 as shown in Figure 14 . At that point of time, the CDCA would inject one of the discharging standby vehicles to support the grid with power through the V2G technology. As a result of injecting power to the grid, the voltage profile returns to its permissible limit with no voltage violation occurring in the system. Figure 17 shows the voltage profile after implementing the proposed CDCA. It is noticeable that the voltage in p.u, at the time of violation as depicted in Figure 14 , is corrected 
Conclusions
A new technique for predicting the SOC of a PHEV has been developed by using the hybrid PSO-ANN technique and a novel management control method called the CDCA which was developed to coordinate both charging and discharging of PHEVs. Validation between the predicted and actual power consumption of the PHEV battery SOC has been carried and the results show that the hybrid PSO-ANN gives accurate prediction with an RMSE of 0.9320%. Results of the proposed CDCA indicates better performance compared to uncoordinated charging method of vehicles by considering fast charging, PV generation during peak load and V2G technology 
A new technique for predicting the SOC of a PHEV has been developed by using the hybrid PSO-ANN technique and a novel management control method called the CDCA which was developed to coordinate both charging and discharging of PHEVs. Validation between the predicted and actual power consumption of the PHEV battery SOC has been carried and the results show that the hybrid PSO-ANN gives accurate prediction with an RMSE of 0.9320%. Results of the proposed CDCA indicates better performance compared to uncoordinated charging method of vehicles by considering fast charging, PV generation during peak load and V2G technology. 
Conflicts of Interest:
The authors declare no conflict of interest.
